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ID Tax Map Contract Zone Date Adopted Location
1 27-012-043 Contract HDR 10/17/1995 117 Mill Street
2 20-001-037 Contract HDR 12/20/1995 151 Park Street
3 18-00-023 Contract C-2 5/16/2001 90 Stillwater Avenue
4 027-004-059 Contract C-2 6/8/2009 148 Main Street
5 028-001-035 Conditional HDR 12/13/2010 5 Shore Drive
6 27-002-159 Contract VC 12/10/2012 89 Main Street
7 19-004-066 Contract GD 4/11/2016 5 College Avenue
8 19-004-100 Contract C-2 6/27/2016 12 and 14 Park Street
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Room 001 Lab Test Results
Ceiling Description

Concrete (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    150 SF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

Transite tables (+) Chrysotile     

Room 001A Storage Test Results
Ceiling Description

Concrete (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    21 SF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)

Room 002 Lab SVC Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    30 SF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)



Room 002A Storage Test Results
Ceiling Description

2x2 ceiling tile (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    35 SF
TSI #2 Description

No suspect material (-)
Wall Material

Brick, mortar (-)
Miscellaneous Description

No suspect material (-)

Room 002M Mechanical Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)

Room 003 Storage Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    30 SF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)



Room 003C Corridor Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    30 SF
TSI #2 Description

No suspect material (-)
Wall Material

Brick, mortar (-)
Miscellaneous Description

No suspect material (-)

Room 003J Janitor Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Wood (-)
Miscellaneous Description

No suspect material (-)

Room 003M Mechanical Test Results
Ceiling Description

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

No suspect material (-)



Room 003W Toilet Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Wood (-)
Miscellaneous Description

No suspect material (-)

Room 004 Lab SVC Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    225 SF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

Transite tables (+) Chrysotile     

Room 004S Storage Test Results
Ceiling Description

Concrete (-)
Flooring Description

Concrete (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)



Room 005 Storage Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    250 SF
TSI #2 Description

Tank insulation (+) Chrysotile
Wall Material

Concrete, mortar (-)
Miscellaneous Description

Transite sheets above old boiler (+) Chrysotile     

Room 005C Stairs Test Results
Ceiling Description

Plaster (-)
Flooring Description

Wood (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Wood (-)
Miscellaneous Description

No suspect material (-)

Room 005M Mechanical Test Results
Ceiling Description

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

Brick chimney (-)



Room 006 Storage Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    45 SF
TSI #2 Description

No suspect material (-)
Wall Material

Brick, mortar (-)
Miscellaneous Description

Transite heater bases (+) Chrysotile     

Room 006C Stairs Test Results
Ceiling Description

Concrete (-)
Flooring Description

Concrete (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)

Room 007 Office Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    40 SF
TSI #2 Description

No suspect material (-)
Wall Material

Brick, mortar (-)
Miscellaneous Description

Transite tables (+) Chrysotile     



Room 007A Lab SVC Test Results
Ceiling Description

Wood (-)
Flooring Description

Concrete (-)
TSI Description

Pipe insulation (+) Chrysotile    20 SF
TSI #2 Description

No suspect material (-)
Wall Material

Brick, mortar (-)
Miscellaneous Description

Transite tables (+) Chrysotile     



Room 101 Office Test Results
Ceiling Description

Tin (-)
Flooring Description

1x1 beige tile (-)
TSI Description

Pipe Insulation (+) Chrysotile    24 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 101A Office Test Results
Ceiling Description

Tin (-)
Flooring Description

1x1 beige tile (-)
TSI Description

Pipe Insulation (+) Chrysotile    11 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 101C Stairs Test Results
Ceiling Description

Plaster (-)
Flooring Description

1x1 blue and gray tile (-)
TSI Description

Pipe Insulation (+) Chrysotile    30 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite table (+) Chrysotile     



Room 102 Lab Test Results
Ceiling Description

Drywall, 2x2 tile (-)
Flooring Description

1x1 blue and gray tile (-)
TSI Description

Pipe Insulation (+) Chrysotile    30 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite table (+) Chrysotile     

Room 102B Lab Test Results
Ceiling Description

Concrete (-)
Flooring Description

9x9 gray tile (+) Chrysotile    380 SF
TSI Description

Pipe Insulation (+) Chrysotile    70 LF
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

Transite hoods, tables, ducts (+) Chrysotile    
24 SF of countertop on island bench removed

Room 102C Unfinished Test Results
Ceiling Description

Concrete (-)
Flooring Description

9x9 gray tile (+)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Concrete (-)
Miscellaneous Description

No suspect material (-)



Room 103 Lab Test Results
Ceiling Description

Plaster (-)
Flooring Description

1x1 beige tile (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 103C Corridor Test Results
Ceiling Description

Tin (-)
Flooring Description

9x9 red tile (+) Chrysotile    286 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 103M Mechanical Test Results
Ceiling Description

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

No suspect material (-)



Room 104 Lab Test Results
Ceiling Description

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    404 SF
TSI Description

Pipe Insulation (+) Chrysotile    55 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite tables (+) Chrysotile

Room 104A Lab Test Results
Ceiling Description

2x2 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    426 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 104B Storage Test Results
Ceiling Description

Plaster (-)
Flooring Description

Wood (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 104D Lab Test Results
Ceiling Description

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    175 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 105 Lab Test Results
Ceiling Description

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    130 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite tables (+) Chrysotile     

Room 105A Lab Test Results
Ceiling Description

2x4 tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    542 SF
TSI Description

Pipe Insulation (+) Chrysotile    20 LF
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite tables (+) Chrysotile



Room 105C Stairs Test Results
Ceiling Description

Tin (-)
Flooring Description

Wood (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 105M Mechanical Test Results
Ceiling Description

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

No suspect material (-)



Room 203C Corridor Test Results
Ceiling Material

Tin (-)
Flooring Description

9x9 red tile (+) Chrysotile    135 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 203M Mechanical Test Results
Ceiling Material

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

No suspect material (-)

Room 205 Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

1x1 green tile (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 205A Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    120 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite table (+) Chrysotile     

Room 205B Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

1x1 green tile (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

9x9 gray tile under cabinets (+) Chrysotile

Room 205C Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    50 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 205M Mechanical Test Results
Ceiling Material

No suspect material (-)
Flooring Description

No suspect material (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

No suspect material (-)
Miscellaneous Description

Brick chimney (-)

Room 206 Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    196 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite hood (+) Chrysotile     

Room 207C Corridor Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    108 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 208 Office Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    110 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 208A Office Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    184 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 208B Office Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile (+) Chrysotile    82 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 209 Corridor Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    62 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 209A Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 white tile (+) Chrysotile    205 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Transite hoods (+) Chrysotile     

Room 209B Office Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    98 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 209C Office Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

9x9 gray tile under carpet (+) Chrysotile    136 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 212 Lab Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    259 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Chemrock lab tops (-)

Room 212C Corridor Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    120 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 213 Lab Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 white tile (+) Chrysotile    87 SF
TSI Description

Pipe insulation (+) Chrysotile    25 LF
TSI #2 Description

Mudded fittings (+) Chrysotile
Wall Material

Plaster (-)
Miscellaneous Description

Transite table (+)

Room 213A Lab Test Results
Ceiling Material

2x4 ceiling tile (-)
Flooring Description

1x1 beige tile (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

Vibration joints (+) Chrysotile

Room 214 Office Test Results
Ceiling Material

Tin (-)
Flooring Description

9x9 gray tile (+) Chrysotile    430 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)



Room 215C Stairs Test Results
Ceiling Material

Plaster (-)
Flooring Description

Wood (-)
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)

Room 223W Toilet Test Results
Ceiling Material

Plaster (-)
Flooring Description

9x9 gray tile (+) Chrysotile    34 SF
TSI Description

No suspect material (-)
TSI #2 Description

No suspect material (-)
Wall Material

Plaster (-)
Miscellaneous Description

No suspect material (-)














	TownwideZoning_02122018
	Coburn Floor Plans
	5D003-B-Default-000
	5D003-1-Default-000
	5D003-2-Default-000
	5D003-3-Default-000
	5D003-R-Default-000

	Holmes Floor Plans
	0194-1-HOLMES 1ST FLOOR
	Sheets and Views
	DWF


	0194-2-HOLMES 2ND FLOOR
	Sheets and Views
	DWF


	0194-3-HOLMES 3RD FLOOR
	Sheets and Views
	DWF


	0194-B-HOLMES BASEMENT
	Sheets and Views
	DWF



	Holmes Space Inventory
	Holmes Asbestos
	1st Floor Plan
	2nd Floor Plan
	Basement
	001
	001A
	002

	1st floor
	101
	101A
	101C
	102
	102B
	102C
	103
	103C
	103M
	104
	104A
	104B
	104D
	105
	105A
	105C
	105M

	2nd floor
	203C
	203M
	205
	205A
	205B
	205C
	205M
	206
	207C
	208
	208A
	208B
	209
	209A
	209B
	209C
	212
	212C
	213
	213A
	214
	215C
	223W


	Coburn Historic Survey
	Holmes Historic Survey

