CLARIFICATION

For the University of Maine System “carve out” for the IT room where the 3-ring binder is located.

Clarification is: The University of Maine System requires a ’carve out” of at least 3,500 sq.ft will include the west of room 123, shown on the first floor plan, incorporating the exterior double doors and former loading dock, to house data communications equipment servicing community anchor institutions throughout northern and eastern Maine. This distribution hub is maintained by the University of Maine System IT Department.”